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GENERAL CONSTRUCTION NOJES

BUILDING CODE: IRC 2012/VA USBC RESCODE 2012
INSULATION CODE: IRC (AS PER CH. 11, TABLE N1102.1)

1. ANY REPRODUCTION OF THESE PLANS WITH OUT PERMISSION IS A
VIOLATION OF COPYRIGHT LAWS. COPIES OF THESE PLANS ARE

AVAILABLE FROM DESIGN OPTIONS Inc. (540) 825—4656.

2. THESE PLANS AND SPECIFICATIONS MUST BE REVIEWED PRIOR TO
THE START OF CONSTRUCTION AND FOLLOWED BY THE CONTRACTORS
AND HIS AGENTS. ESTABLISHMENT AND VERIFICATION OF ALL ON-SITE
CONDITIONS IS THE SOLE RESPONSIBILITY OF THE GENERAL CONTRACTOR.
ANY DEVIATIONS MUST BE APPROVED BY THE BUILDING INSPECTOR AND THE
DESIGNERS. THE DESIGNERS ASSUME NO RESPONSIBILITY OR LIABILITY FOR
ANY STRUCTURE THAT IS NOT CONSTRUCTED UNDER HIS DIRECT SUPERVISION.

3. ALL WORK SHALL CONFORM TO ALL APPLICABLE [OCAL, STATE, AND FEDERAL
BUILDING CODES WHETHER SHOWN ON PLAN OR NOT.

4. ELECTRICAL AND PLUMBING SERVICES SHALL BE INSTALLED ACCORDING TO
LOCAL, STATE, AND FEDERAL BUILDING CODES.

5. FOUNDATION WALL FOOTINGS WIDTH & DEPTH TO COMPLY WITH R403.1.1 :

(CONCRETE TO BE MIN. 3000 PSl). FOUNDATION WALL REINFORCEMENT &
BACKFILL TO COMPLY WITH TABLE R404.1.7

6. CARRY ALL FOOTINGS TO SOLID BEARING & TO CONFORM WITH FROST LINE
REQUIREMENTS

7. PROVIDE SOLID C.B. COURSE BEARING AT MASONRY WALLS FOR JOISTS, BEAMS,
& LINTELS WITH 4" MIN. BEARING FOR WOOD & 6” FOR STEEL.

8. ALL EXTERIOR SLABS TO BE 4" CONCRETE WITH 6x6—10—10 WWM. GRAVEL
UNDERSLAB SHALL NOT EXCEED 24 WITHOUT ENGINEERING.

9. PROVIDE 1/2°¢ ANCHOR BOLTS (EMBED: 7” MIN.) FOR SECURING WOOD PLATES
TO MASONRY/CONCRETE: 6'—0" MAX — 12" FROM CORNERS. (PER R403.1.6)

10. LUMBER TO BE S.P.f. CONSTRUCTION GRADE OR BETTER UNLESS OTHERWISE
NOTED. PRESSURE TREATED LUMBER: ALL SCREWS & NAILS TO BE HOT-DIPPED

GALVANIZED OR STAINLESS STEEL. ALL HARDWARE (HANGERS, ANCHORS) TO BE
GALVANIZED WITH 1.85 OZ/SF OF ZINC OR STAINLESS STEEL.

11. FLOOR JOISTS AS NOTED — BRIDGING AT ALL MID—SPANS, FOR ENGINEERED
JOISTS REFER TO MNFR SPECS FOR FULL INSTALLATION INSTRUCTIONS

12. FRAMING 16" O.C. UNLESS OTHERWISE NOTED. ALL EXTERIOR WALLS TO BE
WIND BRACED IN ACCORDANCE WITH SECTION R602.10

13. FLOOR LOADING: LIVE 30,40 DEAD 10
ROOF LOADING: LIVE 30 DEAD 17
WIND PRESSURE: 90 MPH SEISMIC ZONE: B

WEATHER. SEVERE FROST LINE: 247
GROUND SNOW LOAD: 30 P.S.F.

SOIL BEARING VALUE: 1500 P.S.F. (ASSUMED)

14. ALL DECKS & PORCHES TO CONFORM TO STATE & LOCAL BUILDING CODES
WHETHER SHOWN ON THIS PLAN OR NOT. FLOOR ELEVATIONS TO COMFLY WITH
SECTION R371.3.1, ALL STAIRWAYS TO BE ILLUMINATED PER R303.7

15. DUCT INTERIOR BATHS TO EXTERIOR, KITCHEN AS REQD.

16. GARAGES SHALL BE SEPERATED FROM THE RESIDENCE AND ITS ATTIC WITH
NO LESS THAN 1/2” D.W. APPLIED TO GARAGE SIDE. GARAGES BELOW
HABITABLE ROOM SHALL BE SEPERATED WITH 5/8” TYPE "X” DRYWALL ON
CEILING AND 1/2” D.W. ALL OTHER WALLS, PER TABLE R302.6

17. WINDOW GLAZING TO BE MINIMUM 0.35 U—-FACTOR.

18. FIREPLACE COMBUSTION AIR TO COMPLY W/ R1106.1, 2" MIN. CLEARANCE TO COMPLY

W/ R1001.11, AND CHIMNEY TERMINATION TO COMPLY WITH R1003.9

19. WINDOW & DOORS TO BE READ AS FOOT/INCHES (l.E. 30 68 = 3-0" x 6™-8")
EGRESS WINDOWS TO COMPLY WITH R310.1.1:
CLEAR OPENING 5.7 SQ FT, EXEMPTION— GRADE FLOOR 5.0 SQ FT

NOTE:

TRUSS ROOF SYSTEM TO BE DESIGNED & INSTALLED
PER MANUFACTURER’S SPECIFICATIONS & PER CODE

MNFRD WOOD ROOF TRUSSES @ 24" O.C.—
SEE CERITIFICATE FOR MORE INFORMATION

RUBBER ROOF MEMBRANE INSTALLED ON
3/4” T&G PLYWOOD SHEATHING

R—38 INSULATION W/ 1° AIR SPACE

DRIP EDGE & 36" ICE SHIELD @ EAVES

N\\

1°x 127 FASCIA W/ ALUM WRAP

(2) 2°x 4”7 TOP PLATE W/ HURRICANE STRAPS

HARDIE LAP SIDING OVER HOUSE WRAF

OVER 7/16" OSB SUB—SIDING

2 47 STUDS @ 16" O0.C. W/ R—15 INSULATION
2% 47 BOTTOM PLATE

1-1/8" EWP RIM BAND

//

% SLOPE: 4” RISE TO 12° RUN
N N
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R
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s ~
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171-7,8" TU'S @ .
16" 0.C. (VERIFY) (14) RISERS @ 7-7/5"
\ (13) TREADS @ 10"
QQ IN=LINE BEARING WALL NN S
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(2) 2°x 6" TOP PLATE

HARDIE STUCCO PANELS OVER HOUSE WRAP
OVER 7/16" OSBE SUB—SIDING

2% 6" STUDS @ 16" O.C. W/ R—19 INSULATION
P.T 2°x 6" PLATE ON SILL SEALER

1/2” DIA. GALV. ANCHOR BOLTS:
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N L R—10 RIGID INSULATION
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“12” FROM CORNERS & 72" O.C.

22°-0" (VERIFY TJl SERIES)
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56’—0”

4” FOUNDATION DRAIN SET IN A BED OF
CRUSHED STONE, COVERED W,/ FILTER FABRIC

247 WD. x 12”7 DEEPENED SLAB FOOTING
(BEARING WALL ABOVE FLOOR/ROOF LOAD)

SECTION "A”

SCALE: 1,47 = 1'=0"

NOTE:
TJ FLOOR SYSTEMS TO BE INSTALLED AS PER
MANUFACTURER'S SPECIFICATIONS OR PER CODE

16" WD. x 8" DP. KEYED CONCRETE FOOTING (TYP)
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